Facility Summary in Stillwater County in the City of Absarokee

Location: ROCKIN J
2993 MT Hwy 78
Absarokee, MT 59001 Stillwater

Facility Code: 30602
Last Inspected On: 03/16/2020

System Facility ID:56-13932 Operating Permit Renewal Date: 07/15/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact:

Automatic Car Wash Inc

Operator Contact: Julie Lindgren 4064463123
Owner/Operator: Automatic Car Wash Inc
Julie Lindgren, UST Class A Operator
Julie Lindgren, UST Class B Operator
Tank Code | oo ] Tank Installed oo oog ek vare Y N Fiberglass |~ .
Tank Age 23 Date 05/01/1999 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
| e | Date Construction PPV gonstruction N R oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
DR plesel ] - . TestDate Leak Detection _ Gauging 0.2 Detection etz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 2000 ATG Test Date Test Date 10/14/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . - . Fiberglass .
Tank Age 23 Date 05/01/1999 Tank Material Steel Clad Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 4039 Spill Test Date Date - Double-Walled oS T None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 4000 ATG Test Date Test Date 11/05/2019 Leek Dacsiion Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
LSSt 03 Tank Age 23 Ve i e 05/01/1999 Tank Material Steel Clad Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022

Date

Page [1] of [19]

Reinforced Plastic



Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Fiberglass

05/01/1999 Steel Clad Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank

Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Fiberglass

05/01/1999 Steel Clad Reinforced Plastic

Electronic Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Stillwater County in the City of Columbus

Location: FARMERS UNION TRADING CO Facility Code: 28554
101 S Pratten St Last Inspected On: 07/11/2022
Columbus, MT 59019-0509 Stillwater System Facility 1D:48-03409 Operating Permit Renewal Date: 10/31/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Farmers Union Trading Co Columbus 4067800660
Operator Contact: Jennifer Calovis 4067800660
Owner/Operator: Farmers Union Trading Co Columbus
Clarence McCade, UST Class B Operator
Jennifer Calovis, UST Class A Operator
Jennifer Calovis, UST Class B Global Operator
Tank Code 0 Tank Installed oo I Cathodically | I Fiberglass |~ I .
Tank Age 30 Date 10/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1033 Spill Test Date 07/11/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OML2022  festpate OFfL2022  LeakDetection  Gauging02 _[Defection oz ] .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 5500 ATG Test Date 07/11/2022 Test Date 07/10/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/11/2022 ATG Type ROOL/8484 Series
PLLD
Tank Code 11 Tank Installed n Cathodically A ; Fiberglass q .
Tank Age 30 Date 10/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1034 Spill Test Date 07/11/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] PLLDTestDate  OTALZ022  testpate OFLU2022  LeakDetection  Gauging02 _[Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 2500 ATG Test Date 07/11/2022 Test Date 01/09/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/11/2022 ATG Type ROOL/8484 Series
PLLD
Tank Code 12 Tank Installed . Cathodically - - Fiberglass " .
Tank Age 30 Date 10/01/1992 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 1035 Spill Test Date 07/11/2022 g lusiizle UELTLS n Pl " None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Report Created: 11/1/2022
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. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R pesel ] B, | TestDate OFLU022  leakDetection  Gauging02 Detection | .
: Line Tightness Secondary Tank Secondary Pipe
Capacity 2500 ATG Test Date 07/11/2022 Test Date Leak Detection Detection Energy Act No
Overfill Test Date  07/11/2022 ATG Type Sllbarco/EMC
Tank Code 14 Tank Installed n Cathodically A ; Fiberglass q .
Tank Age 24 Date 07/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 1037 Spill Test Date 07/11/2022 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Gasolne  PLLDTestbate  OML2022  festpate OFL2022  LeakDetection  Gauging02 _[Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/11/2022 Test Date 01/13/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/11/2022 ATG Type ROOL/8484 Series
PLLD
Tank Code 13 Tank Installed . Cathodically - - Fiberglass " .
Tank Age 24 Date 07/01/1998 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
Tag Number 4731 Spill Test Date 07/11/2022 gy lusiizle UELTLS n Pl " None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S RN EnELUEURNS 0000 EECEECUSUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
R Diesel yed  PLDTestbate  O7AIZ022  Testbate OFfL2022  LeakDetection  Gauging02 _[Defection oz ] .
n Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date 07/11/2022 Test Date 04/10/2022 Leak Detection Detection Energy Act No
Gilbarco/EMC
. Basic;Veeder
Overfill Test Date 07/11/2022 ATG Type Root/8484 Series
PLLD

Facility Summary in Stillwater County in the City of Columbus

Location: GITS CONOCO
740 E Pike Ave
Columbus, MT 59019 Stillwater

Facility Code: 28599
Last Inspected On: 07/11/2022

System Facility ID:48-07859 Operating Permit Renewal Date: 10/26/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Gits Inc 4063224111
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Operator Contact: Gary Woltermann;Tracy Gernant 4063224111;4063225026

Owner/Operator: Gits Inc

Gary Woltermann, UST Class A Operator

Gary Woltermann, UST Class B Global Operator
Tracy Gernant, UST Class A Operator

Tracy Gernant, UST Class B Global Operator

01 . ) Flapper
Cathodically Fiberglass o
43 05/08/1979 Protected Steel Reinforced Plastic X;’:llve,ngh Level
arm
Lined
3209 07/11/2022 Interior/Impressed None No
Current
Currently in Electronic Line } Impressed
Use Leak Detector Pressurized Current
Gasoline 07/11/2022 07/11/2022 Automatic Tank ELLD 0.2 No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Gauging 02
10000 07/11/2022 07/09/2022 No
””””””””””””””””” Gilbarco-Veeder -
ROOt/TLS-
350/Gilbarco
07/11/2022 EMC:Veeder
Root/8484 Series
PLLD
02 . ) Flapper
Cathodically Fiberglass o
43 05/08/1979 Protected Steel Reinforced Plastic Valve;High Level
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Alarm
Lined
3210 07/11/2022 Interior/Impressed None No
Current
Currently in Electronic Line ; Impressed
Use Leak Detector Pressurized Current
Gasoline 07/11/2022 07/11/2022 Automatic Tank ELLD 0.2 No
Gauging 0.2 :
10000 07/11/2022 07/11/2022 No

Gilbarco-Veeder
RoOOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Facility Summary in Stillwater County in the City of Columbus

07/11/2022
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Location: TOWN PUMP INC COLUMBUS UST
602 E 8th Ave N
Columbus, MT 59019 Stillwater

System Facility ID:48-08691

Facility Code: 28607

Last Inspected On: 08/10/2021

Operating Permit Renewal Date: 11/18/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Columbus 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Columbus 1 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator

TankCode 03 ... Tank Installed oo oo I Cathodically o I Fiberglass |yt B

Tank Age 38 Date 05/01/1984 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve

Piping Installed Tank Lined Piping
Tag Number 2646 Spill Test Date 06/10/2021 Date Construction ICnLtﬁ:éonr:Impressed Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
- " Statistical 5 n Statistical
Product Diesel PLLD Test Date 08/04/2022 iggfﬁ;{’éng €r 06/10/2021 E;g?(al%tzac':ilgn Inventory I:P)gtne]gtri){) E'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. Line Tightness Secondary Tank Secondary Pipe
R > | ATGTestDawe 0042022 Testpae Leak Detection Detection .
n Gilbarco-Veeder

Overfill Test Date  08/12/2021 ATG Type ROOUTLS-450
Tank Code 06 Tank Installed . Cathodically - . Fiberglass .

Tank Age 38 Date 09/01/1984 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 2647 Spill Test Date  08/12/2021  HiPing Installed Tank Piping None AST No

Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . Statistical . . Statistical
Product Diesel PLLD Test Date 08/04/2022 $:2tkg3;':;ng ar 06/10/2021 E;galg)ét-girt]il(()n Inventory ggtrzgtri);slpe Inventory Vapor Recovery No
Reconciliation Reconciliation
n Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date 08/04/2022 Test Date Leak Detection Detection Energy Act No
. Gilbarco-Veeder

Overfill Test Date 08/12/2021 ATG Type ROOYTLS-450

VS ERe 07 Tank Age 34 [ 12/29/1988 Tank Material Cathodically Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022

Date

Protected Steel
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Reinforced Plastic



Tag Number 2648 Spill Test Date  06/10/2021 gi;tié‘g izl Ei’:]kstru stion Eg’ri]';?ru stion None AST No
Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness _(I_:;‘t)is;rlgphic = Egzc;rgzitcecl:_tigf Piping Type Pressurized CP Met Types Galvanic
Product Gasoline PLLD Test Date  08/04/2022 Egtkg;?;”g CP 06102021 E;!‘l‘(a&tz‘é?izn at\?:r?t“cfr?/l ' gggg{%} Eipe it\?gr?ttfsl _ Vapor Recovery  No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation SN Roconciliation [N
Capacity 12000 ATG Test Date 08/04/2022 .Il‘.g;et Eiggtness f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No

Overfill Test Date  08/12/2021 ATG Type Gilbarco Veeder
LRl SCEtelels 08 Tank Age 34 Eg?el:( Tl fze 11/01/1988 Tank Material g?ottheocczxiacc?”S);eel Piping Material Eigii;glriséz Plastic Overfill Types Flapper Valve
Tag Number 2649 Spill Test Date  08/12/2021 Bizfti:g i lze (T:";‘)':]kstruction gg’ri]';?ruc“on None AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Elaeac;rgr;itce(l:_tigre Piping Type Pressurized CP Met Types Galvanic
””””””””””””””””””””””””””””””” o sisicl oo AwovedRemoe
Product Gasoline PLLD Test Date 08/04/2022 $22tk g’;&ng o 06/10/2021 Eégla&tz?ilg " :gventory _ gg{gg{%s'pe Eﬂa?rll::\%ﬁ%r?}ansu Vapor Recovery No

econciliation Reconciliation

Capacity 12000 ATG Test Date 08/04/2022 .Il‘.g;et Eiggtness f:gl(() %de?;%t}-ggk gee?:cnt?oar:y FiE Energy Act No

Overfill Test Date  08/12/2021 ATG Type Gilbarco Veeder
LE S 09 Tank Age 34 -ISZ?(IE( iz e 11/01/1988 Tank Material gra(:?eocc:;c(?lls)i cel Piping Material Egii;glr?:zz Plastic Overfill Types Flapper Valve
Tag Number 2650 Spill Test Date  08/12/2021 Bizfti:g i lze (T:";‘)':]kstruction gg’ri]';?ruc“on None AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srg;?pD;'tightness _Cl_t)e/l‘t)f;sggphic i Elaeac;rgr;itce(l:_tigre Piping Type Pressurized CP Met Types Galvanic
Product Diesel PLLD Test Date  08/04/2022 Egtkg:‘;f;”g CP 06/10/2021 Eég’l‘(a&tz’t‘i';n fntféiﬁttf&' _ B:trggt?(’) r'?ipe ﬁ]t\?grs\tttlacril . Vapor Recovery No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation _ |EEEEEEENNNN Roconciliation [N
Capacity 12000 ATG Test Date  08/04/2022 #'e'f;t’ ggtgt”ess f:;l‘(”l‘)de"’t‘;ggﬂk geefgcnt?oar:y Pl Energy Act No

Overfill Test Date ATG Type Sgg@?fsvfseg er
LSl 10 Tank Age 34 EZ?: Ttz 11/01/1988 Tank Material g?;?eoc(::ecc?ns);eel Piping Material Eigi?\:‘glrisez Plastic Overfill Types Flapper Valve
TegMumber 25 SpilTestose osuzcozi pggd WEEE | Conswwcton Constucton e D oo
Tank Status Sggrently in MLLD Test Date %Q%Zightness .?;;nggphic LD Elaeacktrggitzé_tionf Piping Type Pressurized CP Met Types Galvanic
Product Diesel PLLD Test Date 08/04/2022 ¥:2tk {;ji‘?;ng ar 06/10/2021 E;;‘(aéitzi?ilg n ﬁlt\itzi:ttfr?/l ngg{%sipe i?(teir?tt(i)cr?/l Vapor Recovery No

Report Created: 11/1/2022

Reconciliation
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Reconciliation



Line Tightness

Secondary Tank

Secondary Pipe

Capacity 12000 ATG Test Date 08/04/2022 Test Date Leak Detection Detection Energy Act No
- Gilbarco-Veeder
Overfill Test Date 08/12/2021 ATG Type ROOYTLS-450
Tank Code 11 Tank Installed : Fiberglass . . . ) .
Tank Age 23 Date 06/25/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
Tag Number 4064 Spill Test Date 08/12/2021 Date 06/16/2020 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date 06/10/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Continuous
Product Diesel PLLD Test Date 08/04/2022 ¥:2tkg3;?;ng ar E;g‘(aéitzi?ilgn Inventory gggg{%slpe Interstitial Vapor Recovery No
Reconciliation Monitoring
; g Continuous . Statistical
Capacity 15000 ATG Test Date 08/04/2022 .IFlenSet Elggtness E:glc() %de?re)é t-li-:::k Interstitial gg?g;?oar:y alEE Inventory Energy Act No
Monitoring Reconciliation
- Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-450
Tank Code 12 Tank Installed : Fiberglass . . . ) .
Tank Age 23 Date 06/25/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank K Piping
Tag Number 4065 Spill Test Date 06/10/2021 Date 06/16/2020 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 06/10/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Continuous
Product Diesel PLLD Test Date 08/04/2022 ¥:2tkg3;?;ng ar E;g‘(aéitzi?ilgn Inventory gggg{%slpe Interstitial Vapor Recovery No
Reconciliation Monitoring
; g Continuous . Statistical
Capacity 8000 ATG Test Date 08/04/2022 .IFlenSet Elggtness E:glc() %de?re)é t-li-:::k Interstitial gg?g;?oar:y alEE Inventory Energy Act No
Monitoring Reconciliation
- Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-450
Tank Code 13 Tank Installed n Fiberglass . . . . .
Tank Age 23 Date 06/25/1999 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank K Piping
Tag Number 4066 Spill Test Date 06/10/2021 Date 06/16/2020 - Double-Walled S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date 06/10/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical . . Continuous
Product Diesel PLLD Test Date 08/04/2022 ¥:2tkg3;?;ng ar E;g‘(aéitzi?ilgn Inventory gggg{%slpe Interstitial Vapor Recovery No
Reconciliation Monitoring
8 n Continuous ; Statistical
Capacity 8000 ATG Test Date 08/04/2022 Loz Mg s Secondary '!'ank Interstitial Secon(_jary e Inventory Energy Act No
Test Date Leak Detection S Detection -
Monitoring Reconciliation

Overfill Test Date

ATG Type

Gilbarco-Veeder
Root/TLS-450

Report Created: 11/1/2022
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Currently in

Regulated)

Currently in
Use

Report Created: 11/1/2022

10/01/2013

06/16/2020

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/;Gilbarco-
Veeder Root/TLS-
450;Veeder Root/

Fiberglass
Reinforced Plastic
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Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Fiberglass
Reinforced Plastic

Pressurized




DEF (Not Tank/Piping CP Primary Tank Primary Pipe
e W Regulated) FLLEDEES RN Test Date Leak Detection Detection WETZE NS
: Line Tightness Secondary Tank Secondary Pipe
Capacity 10000 ATG Test Date Test Date Leak Detection Detection Energy Act No

Overfill Test Date ATG Type
Facility Summary in Stillwater County in the City of Fishtail

Location: FISHTAIL BASIN RANCH
633 Fiddler Creek Rd
Fishtail, MT 59028-8021 Stillwater

Facility Code: 30587
Last Inspected On: 11/10/2020

System Facility 1D:56-13917 Operating Permit Renewal Date: 01/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Francis Abbott;Francis Abbott Jr 6103539700
Operator Contact: Francis Abbott 6103539700
Owner/Operator: Francis Abbott
Owner/Operator: Francis H Abbott Jr
Francis Abbott, UST Class A Operator
Francis Abbott, UST Class B Operator
LES(ele s St Tank Age 23 Jankinstalled - 55/01/1909 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types | Flapper Valve
””””””””””””””” G o Pipinglnstalled  Tank oo Piping Lo e
Tag Number 4400 Spill Test Date Date Construction Double-Walled Construction Double Walled AST No
. . n Continuous
Tank Status Currently in MLLD Test Date S T 53 11/10/2020 Celssilie LD Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible
Use Test Date Type 3.0 Monitori
onitoring
L . -, . . Continuous
Product Heating OiIl PLLD Test Date Vel Pjpli) €= 12/13/2011 PRy Tan.k Manyal_lnterstltlal Prlmary Rlie Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitori
onitoring
Capacity 4000 ATG Test Date _Il__lensetz 'lglgtr;tness Secondary Tank Secondary Pipe Manual Interstitial Energy Act No

Overfill Test Date

Leak Detection
ATG Type

Detection

Monitoring

Location: FISHTAIL GENERAL STORE
35 W Main St
Fishtail, MT 59028-0040 Stillwater

Facility Summary in Stillwater County in the City of Fishtail

System Facility 1D:48-03599

Facility Code: 28556

Last Inspected On: 10/13/2021

Operating Permit Renewal Date: 03/07/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: Fishtail General Store 4063284260

Operator Contact: Katy Martin

Owner/Operator: Fishtail General Store

Katy Martin, UST Class A Operator
Katy Martin, UST Class B Operator

LEULSERbE 02 Tank Age 29 fankinstalled - 55/51/1903 Tank Material  Steel Clad Piping Material  Flexible Plastic  Overfill Types  High Level Alarm
”””””””””””””” . . ... Pipinglnstaled Tank  Piping oo e
Tag Number 1086 Spill Test Date 10/13/2021 Date - oS TEien Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . A ) ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date Test Date 09/25/2015 Ler Daicsiom Gauging 0.2 Detection Vapor Recovery No
: Line Tightness Secondary Tank Secondary Pipe
Capacity 1000 ATG Test Date 10/13/2021 Test Date Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date 10/13/2021 ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Age 29 E";‘: Tnsilze 05/01/1993 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types High Level Alarm
”””””””””””””” o . ... Pipinglstaled  Tank  Piping oo e
Tag Number 1087 Spill Test Date 10/13/2021 Date - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date Test Date 09/25/2015 Leak Detection Gauging 0.2 Detection Vapor Recovery No
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 1002 ATG Test Date 10/13/2021 Test Date Leak Detection Detection Energy Act No

Gilbarco-Veeder
Overfill Test Date  10/13/2021 ATG Type Root/TLS-
350/Gilbarco EMC

Facility Summary in Stillwater County in the City of Fishtail

Location: NYE TRADING POST Facility Code: 28616
1997 Nye Rd Last Inspected On: 10/13/2021
Fishtail, MT 59028 Stillwater System Facility ID:48-09647 Operating Permit Renewal Date: 03/05/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Chance Kukowski;Nye MT LLC

4063286262;7203833694

Operator Contact: Heath Benson 7203833694

Owner/Operator: Chance Kukowski
Owner/Operator: Nye MT LLC

Heath Benson, UST Class A Operator

Heath Benson, UST Class B Global Operator
TenkCode 03 | | 0 Tankinstalled " 10/01/1005  [TankMaterial | SO0l loipingvaterial  FRordass el Tipes  Fiappervane
Tag Number 1296 Spill Test Date  10/13/2021 Ei;g‘g lusatllz E%T‘S”uction Eg’;’;guction None AST No
Tank Status (ljtsjgrently in MLLD Test Date _Srggz%ltightness _Cl_t)e/\‘t):és;r.gphic i Not Required Piping Type Safe Suction CP Met Types Galvanic
Product Gasoline PLLD Test Date ;thkg;?éng = 10/13/2021 E;Z?(aéﬁtzac?izn égfgr?si%;ank [P)rejtr'ggtri)(/) rl?ipe Vapor Recovery No
Capacity 1000 ATG Test Date 10/13/2021 #L"S? Eigt';t”ess f:glc(’ %deﬁgﬁggﬂk gi‘t’é’;idoar:y RIEE Energy Act No

Overfill Test Date  10/13/2021 ATG Type yeeder RooUTLS-

LEULSERbE 04 Tank Age 29 EZ?J; iz e 10/01/1993 Tank Material g?;?eoc(ic(?"s); cel Piping Material Eigiil;?)lr?:z?j Plastic Overfill Types Flapper Valve
Tag Number 1297 Spill Test Date Ei‘;ieng iz e -(I—:%T;truction Eg)rilg?ruction None AST No
Tank Status girpg?basrgy MLLD Test Date _Srg;rtl%';tightness ?;:)nggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
Pome  oes  puoTaow DGR e TR, DR RIRNT veemes wo
Capacity 1000 ATG Test Date #L"Set Eigt';t”ess pece %de?;ggqu gg‘t’é’c"tidoar:y RIEE Energy Act No

Overfill Test Date

Veeder Root/TLS-
300

Location: TIPPET RISE COTTONWOOD SITE
96 S Grove Creek Rd
Fishtail, MT 59028 Stillwater

Facility Summary in Stillwater County in the City of Fishtail

System Facility ID:60-15267

Facility Code: 30980

Last Inspected On: 09/14/2020

Operating Permit Renewal Date: 10/16/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Report Created: 11/1/2022
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Owner Operator Contact: Tippet Rise Cottonwood Site 4062559287

Operator Contact: Carl Mayer;Christopher Castillo;Dan Luttschwager;Joshua 2076206273;4063287820;4066207404;4068600947
Boyce

Owner/Operator: Tippet Rise Cottonwood Site

Carl Mayer, UST Class A Operator

Carl Mayer, UST Class B Global Operator
Christopher Castillo, UST Class A Operator
Christopher Castillo, UST Class B Operator
Dan Luttschwager, UST Class A Operator
Joshua Boyce, UST Class A Operator
Joshua Boyce, UST Class B Global Operator

LEILSED 01 Tank Age 6 Bg?: i fe 10/07/2016 Tank Material Elgiflll'%lr?:sesd Plastic Piping Material Flexible Plastic Overfill Types High Level Alarm
””””””””””””””” o ... Pipinglstalled .. ... Tank ..o Piping oo o
Tag Number 5618 Spill Test Date Date 10/07/2016 ConeiEiem Double-Walled SonSTEiem Double Walled AST No

. . n Continuous
Tank Status Slsjgrently '™ MLLD Test Date _?gé?%;ghtness 09/30/2020 _Cl_tat:és;rgphlc i Interstitial Piping Type U.S. Suction CP Met Types Non-corrodible

YPE s Monitoring
. . Continuous . . Continuous
Tank/Piping CP Primary Tank o Primary Pipe -
Product Diesel PLLD Test Date - Interstitial : Interstitial Vapor Recovery No
Test Date Leak Detection Monitoring Detection Monitoring
: Line Tightness Secondary Tank  Automatic Tank  Secondary Pipe
Gy 1000 AT Tt DR Test Date Leak Detection Gauging 0.2 Detection SIS /A8 Yes
5 Gilbarco-Veeder
Overfill Test Date ATG Type ROOUTLS-300
Facility Summary in Stillwater County in the City of Park City
Location: KWIK STOP INC Facility Code: 28591
1 N Clark St Last Inspected On: 10/07/2021
Park City, MT 59063 Stillwater System Facility ID:48-06610 Operating Permit Renewal Date: 03/17/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Margaret Keating 4066332730
Operator Contact: Margaret Keating 4066332730

Owner/Operator: Margaret Keating

Margaret Keating, UST Class A Operator
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Margaret Keating, UST Class B Operator

LEULSERbE 03 Tank Age 25 EZ?J; iz e 05/05/1997 Tank Material g?g:]eogiec(?g cel Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types Flapper Valve
Tag Number 1507 Spill Test Date  10/07/2021 Ei;tie”g lusatllz E?)T‘S”uction Eg’;’;guction None AST No
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
o o oo RO oo RS S R e
Capacity 8000 ATG Test Date 10/07/2021 #L"S? Eigt';t”ess fgglc(’ %de?:a):;ggqu gi‘t’é’;?oar:y Hpe Energy Act No

Overfill Test Date  10/07/2021 ATG Type yeeder RooUTLS-
LEULSERbE 04 Tank Age 25 EZ?J; iz e 05/05/1997 Tank Material g?g:]eogiec(?g cel Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types Flapper Valve
Tag Number 1508 Spill Test Date  10/07/2021 Ei;tie”g lusatllz E?)T‘S”uction Eg’;’;guction None AST No
Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Safe Suction CP Met Types Galvanic
s o oo O oo (RSP R e
Capacity 4000 ATG Test Date  10/07/2021 #'e“;;’ Eggt”ess fggg %‘ﬁ;‘éggﬂk [S)ngcnt?oar:y e Energy Act No

Overfill Test Date  10/07/2021 ATG Type yeeder RooUTLS-

Facility Summary in Stillwater County in the City of Park City

Location: ZIP TRIP 50
EXIT 426 AND 1-90
Park City, MT 59063 Stillwater

Facility Code: 28609
Last Inspected On: 05/10/2019

System Facility 1D:48-08910 Operating Permit Renewal Date: 10/21/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Inc Spokane Valley 5095357701

Operator Contact: Jim Alford;Pete Nussbaum 5095367418

Owner/Operator: CHS Inc Spokane Valley

Darcy Ziegler, UST Class B Operator
Jim Alford, UST Class A Operator

Jim Alford, UST Class B Global Operator
Pete Nussbaum, UST Class A Operator
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Pete Nussbaum, UST Class B Global Operator

Robert Hays, UST Class B Operator

DEF (Not
Regulated)

08/26/2021

Report Created: 11/1/2022

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Steel Clad

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Steel Clad

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging 0.2
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Continuous
Interstitial No
Monitoring

Flapper
Valve;High Level
Alarm

Continuous
Interstitial Yes
Monitoring

Flapper
Valve;High Level
Alarm

Fiberglass
Reinforced Plastic

Continuous
Interstitial Yes
Monitoring

ELLD 0.2 Yes



08/26/2021

08/26/2021

08/26/2021

Currently in

Diesel

Report Created: 11/1/2022

Gilbarco-Veeder
ROOt/TLS-

450;Veeder
Root/8590 Series
DPLLD

Flapper
Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial Yes
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Flapper
Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Flapper
Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring
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Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-

08/26/2021 450;Veeder
Root/8590 Series
DPLLD

Flapper
10/25/2019 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOOt/TLS-

08/26/2021 450;Veeder
Root/8590 Series
DPLLD

Flapper
10/25/2019 Steel Clad Flexible Plastic Valve;High Level
Alarm

Electronic Line
Leak Detector

Continuous Continuous
Interstitial Interstitial No
Monitoring Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-

08/26/2021 450;Veeder
Root/8590 Series
DPLLD

Facility Summary in Stillwater County in the City of Reed Point

Location: VALLEY FARMERS SUPPLY SURE STOP Facility Code: 28529
4 N Division St Last Inspected On: 03/31/2020
Reed Point, MT 59069 Stillwater System Facility ID:48-01521 Operating Permit Renewal Date: 09/04/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.
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Owner Operator Contact: Julie Pratton;Valley Farmers Supply 4069673100

Operator Contact: Elisha Lewis;Scott Black;Steven Shelton 4063200055;4063225214,;4069673100

Owner/Operator: Julie L Pratton

Owner/Operator: Valley Farmers Supply

Elisha Lewis, UST Class A Operator

Elisha Lewis, UST Class B Global Operator
Scott Black, UST Class A Operator

Scott Black, UST Class B Global Operator
Steven Shelton, UST Class A Operator

Tank Code 01 Tank Installed . L . Fiberglass .
Tank Age 36 Date 12/10/1986 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
| e Sil Testbate  O3ROR0Z  pae Construction Construction  M"* D oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line A } Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/31/2020 Test Date 03/31/2020 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
I | B 0 | TestDate HIOY0IS LeakDetection Detection .
Gilbarco-Veeder
RoOOt/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
Tank Code 02 Tank Installed 5 fef : Fiberglass g
Tank Age 36 Date 12/10/1986 Tank Material Bare Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
" Piping Installed Tank Piping
| e Spil Testbate | O3ROROZ  pae Construction Construction  M"* D o
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . Impressed
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 03/31/2020 Test Date 03/31/2020 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date Test Date 02/19/2020 Leek Dacsiion Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
Overfill Test Date ATG Type 350/Gilbarco
EMC;Veeder
Root/
LSSt 03 Tank Age 36 Ve i e 12/10/1986 Tank Material Bare Steel Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022

Date
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Reinforced Plastic



Electronic Line Impressed
Leak Detector Current

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/



